STANDARDIZED COLOR PAINT SCHEDULE

1. AIR DARK GREEN 8528
2. AIR COMPRESSOR LIGHT GREEN 8516
3. CAUSTIC LIGHT GRAY/RED STRIPE 8536/8508
4, CHLORINE PALE GREEN/YELLOW STRIPE 8516/8547
5. DOORS GREEN 220
6. DRINKING WATER LIGHT BLUE 8556
7. EXTERIOR WALLS GREEN 727
8. FLOORS TILE GREEN 120
9, FLUORIDE MOCHA ._.>z\mmo STRIPE mma\mmom
10.| GENERATOR m._.>oxm\§c_.._.._.mmm 1200 ALUMINUM 57
11.| HAND RAIL YELLOW 8504
12.| INTERIOR WALLS WHITE 735
13.| KLENSPHOS _<Om<\mmo STRIPE mmom\mmom
14.| NATURAL GAS BLACK
15. PLANT m_.._.._.c_mz._.\wm<<mm DARK w_ucm\<m_._.0<< STRIPE mwa\mm#w
16.| POLYMER WHITE /RED STRIPE 8535/8508
17.] POTASSIUM PERMANGANATE PURPLE
18.| RAW SEWAGE GRAY 8532
19.] RETURN SLUDGE TAN 8544
20.| SAFETY EQUIPMENT GREEN & WHITE mmum\mmwm
21.] SHAFT, PULLEY, GEARS, GUARDS ORANGE 8500
22.| SUPPORTS YELLOW 8504
23.| TRIM—EXTERIOR GREEN 709
24.| UTILITY WATER DARK BLUE/YELLOW STRIPE
25.| VALVE HANDLES RED 8508
26.| WASTE SLUDGE BROWN 8534
27.| WATER — RAW DARK BLUE 8513
28.] WINDOW SILLS—EXTERIOR GREEN 709
T ———— NOTE : 1. AL COLORS ARE HIGH GLOSS AND COLOR
1 DOORS MUST BE FOSTED WITH EXIT SIONS. (e
3. ALL LINES WILL BE STENCILED WHITE WITH DIRECTION OF FLOW, (201) 287 — 4000
CONTENTS AND CAS # WITH HIGH GLOSS WHITE PAINT. Ammumv
4, ELECTRIC POWER INDICATORS — ORANGE AND WHITE. Ammoo\mmumv 2. NO USE OF LEAD BASE PAINT
5. SAFETY AREA & EQUIPMENT CLEARLY OUTLINED.
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