DOUBLE BARS
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| ALUMINUM SANITARY SEWER BLOWOFF MANHOLE SCHEDULE
ANy S w._.mvw. @ 12” o.c. FORCE DIMENSIONS TEE wm>_.m_-m BASE
MAN A IB|CID F i ELL | RISER
E m. | SIZE Inches | Inches | Inches | A+B+C| M.H.I.D,| I__.S_.l Lowo RADWS)| % 2 Inches
m i Inches Inches Inches Inches | Inches
m | ?_.oi 4 [ 7] 9]e5]225 72| 4/4 | 4 4 4
ol I - 6 7] 9] 824 72| 6/4 | 4 4 4
5] HANDWHEEL 8 8 [11.5] 8 [28.5 72| 8/6 | 6 6 6
N S 20" DIA. MAX. 10 | 8 [11.5] 11 [30.5 72|10/6 | 6 6 6
4 12 | 8 [11.5] 12 [31.5 72 [12/6 | 6 6 6
R g 16 | 8 [11.5] 15 [34.5 72 [16/6 | 6 6 6
SEAL WITH : DEZURIK 18 | 9 [ 14 [15.5[38.5 72 [ 18/8 [8reds | 6 6
NON-SHRINK GROUT _ KNIFE GATE VALVE 20 | 9 [ 1417 | 40 72 [ 20/8 [8reds | 6 6
OR APPROVED EQUAL 24 | 9 | 14|19 | 42 72 | 24/8 | Breds | 6 3
quu-I' -
PLAN
AMERICAN MADE MANHOLE
FRAME & COVER BY CAMPBELL
FOUNDRY. PATT. NO. 4456 WITH
DROP LIFT HANDLES, PICKHOLES
& ”SANITARY FM” CAST IN LID. wz;z_._o_.m
FRAME SHALL BE LOCKED
IN PLACE & WATERPROOFED WITH 1§ PIPE EXIST. GRADE
MORTAR. |
1" BED MORTAR (MIN) »
BRICK COURSES TO BE “ 17 BED MORTAR
USED TO BRING CASTING
TO PROPER GRADE, 4 1
COURSE MAX. 8" —
#6 © 870.c. BW—— L1V [
PROVIDE DOUBLE [ 0” FOR 4” & 6" FM
BARS AT OPENING ] 5” FOR 8” THRU 24” FM
VARES | =7
TAP BLIND FLANGE ﬂk_
FOR 2” IPS & PLUG —— |\\\ A\ NOTES:
== | .
1. CIRCUMFERENTIAL STEEL
PLUG VALVE, DEZURIK —|—| _ __h_u_m_ \ .
STYLE PEC ECCENTRIC Y4 . T \ 72” DIA. M.H. — 0.18 SQ. IN. / VERT. FT.
OR APPROVED EQUAL T e H
GASKET _ N 2. 4000 psi CONCRETE PRECAST
ﬂ | I —  CIRCUMFERENTIAL MANHOLE SECTIONS.
a - STEEL, SEE NOTE 1
x _ X 3. ALL VALVES SHALL CLOSE IN
5 |o\1 2 TEE c CLOCKWISE DIRECTION.
PRE—CAST REINF.—| | [ »p*» 4. ALL MANHOLES SHALL BE
CONC. MANHOLE BASE — H1”B” PRECAST CONCRETE CONFORMING
ELL #2 Ay | TO ASTM SPEC. C478
I . == ["a»
— Ptk | 4 5. IN PAVED AREAS BUILD FRAME
8 N I A WL N - - " AND COVER MINIMUM 2” ABOVE
jAjnjﬂw\m THICK FINISHED GRADE. GRADUALLY
wmmomm«m_-.ﬁ SLOPE FILL E.Mmz_v.»_. AWAY
FROM COVER. (TYP
SUMP FULL WIDTH 2.|\ Y
MANHOLE, CHANNEL #4 @ 8"0.c. EW., T & B
WIDTH & DEPTH MAX. "
FOR FITTINGS USED 18" CLEARANCE BETWEEN
FLANGE AND MANHOLE
SECTION BOTTOM
TOWNSHIP OF FLORENCE FORCE MAIN "'6/08
WATER & SEWER DEPARTMENT w..oiumwn...:»z:oﬁ PWN BY
BY | DATE REVISIONS




