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FORMULAS FOR GREASE TRAP SIZING FOR RESTAURANTS 8” 8"
SIZE IN VOL. = D x G x ( st57) x LF 6" 6”
D = NO. OF SEATS 3"
G = GAL. OF WASTE WATER PER MEAL (5 GAL) |
ST = STORAGE CAPACITY = 2.5 8.00"
LF = LOADING FACTOR 1.25 AVE .
HR = NO. OF HOURS OPEN _
- L1 -
MIN SIZE 750 GAL i , 3 B q ,, ,
ALL GREASE TRAPS MUST BE N @ ./
CLEANED PRIOR TO 75% OF N © [ -
THE UNIT GREASE RETENTION pp— A - _ I T |_
CAPACITY. INLET ——=— 35— ———== QUTLET
MIN % REMOVAL OF GREASE |
IS 90% q B
~—~ L —1
8.00"
f
PLAN

GRADE OR PAVING

GAS TIGHT MANHOLE GAS TIGHT MANHOLE
FRAME & COVER FRAME & COVER

36" DIA. PRECAST : —_" 36"
MANHOLE SECTION . _/_L : : _\_\_ . zﬂz_.ﬁ_vﬁ_uﬂ.m n%mm%nwm
W/ALUM. STEPS W/ALUM. STEPS
AT 12" O.C. — g : _\_ —] AT 12" 0.C.
| 3-0"DIA 3—0"DIA |
| _
2 —— |
—— _u _ WATER LEVEL 1] —=—
_ -1
°
,_
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CONCRETE PARTITIONS ||

6" MIN. 3/4” STONE

b ran s Fa S0 Slan Sran o)

SECTION MUST BE A.P.I. APPROVED

(AMERICAN PETROLEUM INSTITUTE)

TOWNSHIP OF FLORENCE EXTERIOR " e/05

WATER & SEWER DEPARTMENT GREASE/WATER SEPARATOR pwN &Y : 9

DATE REVISIONS 1,500 GALLON CAPACITY




